APPLICATION FOR VARIANCE

State Form 44400 (R7 7 10-13}
Approved by Stale Board of Accounis, 2043

IMDIANA DEPARTIMENT OF HOMELAND SECURITY

g e in aov/dheiiredn, bs comim_code!

COOE SERVICES SECTION
302 West Washinglon Street, Room W249
indianapolis, IN 46204-2739

INSTRUCTIONS: Flease refer fo the attached four (4) page instructions.

[ Mame of ap icani

Matt Eckert

Attach additional pages as needed to complele this appfication.

President

Name of organization

Koch Bevelopment Corp.

Telephone number

(812) 937-4401

Address {number and sirest, city, stale, and Zi° code)
452 £, Christmas Blvd., Santa Claus, IN 47579

Mame of applicant

John Adkins

Title
Director Safety & Security

Name of organization

Koch Development Corp.

Felephone number

(812) 937-5269

Address (number and strest. cily, state, and ZIP codg)
452 E. Christrnas Blvd., Santa Claus, N 47579

Name of des no

Mame of organization

Telephone number

( )

Address (number and street, cily, sfafe, and ZIP cede)

' MName of project

Automatic Fire BExtinguishing Inspection Schedule

State project number

Address of site (number and street, cily, state, and ZIF coda)
452 E. Christmas Blvd., Santa Claus, IN 47579

Type of project

1 New (] Addition Alteration

Has the Plan Review Section of the D!

[ Yes (If yes, attach a capy of the Cormrection Order.)

Ba o

{1 Change of accupancy

. The following reguired information has been included with this application {check as applicable}:

B<l A check made payabie fo the Indiana Depariment of Homeland Security for the appropriate amount. {see instructions)
1 One (1) set of plans or drawings and supporiing data that describe the area affacted by the requested variance and any proposed aftematives.

P Vvritten documentation showing that the local fire official has received a copy of the variance application.

B<4q written documentation showing that the local buikding official has received a copy of the variance appiication.

on of Fire and Buikiing Satety a Correction Order?

I:IEsting B

Has a viclation been issued?

[} Yes (if yes, affach a copy of the Violation and answer the following.)

] No

Violation issued by:

"1 Local Building Depariment

['1 State Fire and Buitding Code Enforcement Section

[] Lacal Fire Depariment
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lame of code oc standard and edfion volved ' ' " Specific code section
2014 IFC 984.11.6.2

Natre of Ropcomplance finclude 2 descripton of Spaces, equipmen, et involved 2t necessary.} . )
All inspections of autematic fre-exiinguishing systems are currertly in cornpliance with IFC 804.11.5.2 28 inspecied by 2 gu

Al restaraunts with the exception of these two are only operated May thru Oclober (8 months) as well as waleipark restaraunis are orly
_operated May thru September {8 months). This aise inciudes 3 total aperafing seascn of 120 days.

= owing Statame
{7 wen-complisnce with the rule wifl not be atverse to the pubkc health, safety or wellare, or

B4 Appiican wilt undertzke stemative actions in by of compliance with the rule to ensure thal granting of the vaiiance wifl not be adverse o
pubiic heakh, salety, or welfare. Explain wiy atternative actions would e adepuate fhe specific).

Facts demossirating ol the above Seittod atamen K e
Koch Development Corp.will ensure the foliowing alternative aciions in fieu of complahce with 2014 {FC 804 11.6.2
13 Al restaurant automatic Fire-extinguishing systems {27 total systems) will be inspected & serviced as required on an annui! basis in
parch. This will include the replacement of fusibie links as outfined in IFC 904 11 8.3,
£} The sutematic fire-axtinguishing systems in Kringle's and Wildabeestiro restaurants (4 total systems) will be serviced sach b months ]
to ensure compliance with IFC 804.11.6.2. This will be done as these kitchens gre used sulside of the normat operating season as test
& training kitchens,

Seiaed at lnast one of the statements;
[ wepostion of the rie would result in an undue hasdship funuseal dificully) because of physical frnitations of the construclion sie o its ulifly services,
[ smposifion of e ule woukd resst in an undue hardskdp {unuswal difficufly) because of major operational problems in the use of the bulidinglor struciure.
I tmposition of the rule would result in an undue hardship (unuseal diffoulty) because of sxcessive costs of adgditional or altered construciion dements.
L] mposiion of the nule woukd preveat fhe preservation of an architecturally or 3 historically signficant part of the bisiding or structure,

Fadis demansiraimg that the above selected statement is fuer
Koch Development Comp. has historically maintained the six month inspection and certification rsquirements of the automatic fire-
extinguishing systems in 2l restaurants through the nofi-operating season. Thess inspections have historically occurred late March to
early April & iate September to Early Ociober, The buildings each go through a winterization and cleaning process in which all foog,
olig, chemicals, etc. are removed and the siruciure is winterized starting in Seplember for the waterpark restaurants and Noveémber for
fhe Holiday Warid restaurants,  The cost associaled with performing the inspections on 23 iotal avtomatic fire-extingusihing sysiems
continues to increase as the equipment associated with the systems sits dormani and not at risk of creating & fire during the rion-
opersting season of November thru March., Through the cantinued annual inspection of these automatic fire-extinguishing syitems, we
will continue to ensure that we are complying with the intent of the regulations while still ensuring that ihose systems used forllonger
titng periods are properly inspected and certified,

t hereby cerlify under penally of perjury that the information contgined in this application is acaurate.

Sign=ture of apphcant or person submitling appicaton | Pioase phitet name Dale of signature {moniy. dav, yeas)
bt §cHar i { Matt Ecken O5-07- %
Signstre of design professional (iF aupivabia) Please prirg rems Date of sigratere {montk, day, yean)

t hereby certily under penalty of perjury thet | am aware of this request for variance and that this applicaiion is being submitted on my behalf, j‘
Please pini name Date of signature fmonall, day, year}

John Adkins Ry A
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Chaney, Sarah

MR A
From: Santa Claus Fire <scvfd@ psci.net>
Sent: Monday, July 16, 2018 4:14 PM
Ta: DHS Variances
Cc Chaney, Sarah; jadkins@holidayworld.com
Subject: Holiday World Variance

**** This is an EXTERNAL email. Exercise caution. DO NOT open attachments or click links from
unknown senders or unexpected email. ****

07/16/2018
My name is Max Meyer Fire Chief of the Santa Claus Volunteer Fire Department. 'm writing this email acknowledging
that | Have received a copy of the variance application for Automatic fire suppression system inspecticn intervals.

Max l. Meyer
Fire Chief
Santa Claus Volunteer Fire Department



Town of Santa Claus

9O N. Hdl&])AY LVD.

TFOWN COUNCIL AND PO.BOX
OFFICE OF THE CLERK-TREASURER SANTA CLAUS, INDIANA 47579
(812) 937-2581

" FAX (812) 9372630

Aprdi 11, 2018

RE: Requesi for Variance Review

iance regarding the six-month inspection of kitchen
automatic fire-extinguishing systems throughout Holiday World & Splashin’ Safari, We are interested in raducini thie cix-
iy ]

month testing requirements for 23 autornatic fire-extinguishing sysrem&ﬁaaan annual inspection which would indiude
the replocement of required fusible links, We wil} continue the six-month testing of faur systems within Kringel's and

Wildebeestrfo restaurants. We are including a copy of the variance application that we are sending for review by the
Indiana State Fire Prevention and Building Safety Commission.

Please let me know if you have anu.quesﬁmns arwouid fike to review the variance request,

i Don Win_ kier/acknowledge receipt of the abo_ve—mnﬁongd \{ari_anbe application

)

Signed: - &L{ﬂj%%/ . pam .?[f.l///z'a[g’

Director of Safety & Security




